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Preface

B Inorderto provide the customers with high quality, strong reliability and good versatility
product, this heat pump is produced by strict design and manufacture standards.
This manual includes all the necessary information about installation, debugging,
discharging and maintenance. Please read this manual carefully before you open or
maintain the unit.
The manufacture of this product will not be held responsible if someone is injured or
the unitis damaged, asaresultof improperinstallation, debugging, unnecessary
maintenance which is not in line with this manual.
The unit must be installed by qualified personnel.

B itis vital that the below instructions are adhered to at all times to keep the warranty.
—The unit can only be opened or repaired by qualified installer or an authorised dealer.

—Maintenance and operation must be carried out according to the recommended time and
frequency, as stated in this manual.

—Use genuine standard spare parts only.
Failure to comply with these recommendations will invalidate the warranty.

I Inverter air source water heat pump is a kind of high efficiency, energy saving and
environment friendly equipment, which is mainly used for house warming. It can work with
any kind of indoor unit such fan coil, radiator, or floor heating pipe, by provide warm or hot
water. One unit of monobloc heat pump can also work with several indoor units.

The air source water heat pump unitis designed to have heat recovery by using super
heater which can provide hot water for sanitary purpose.

This series of heat pump unit owns following features:

1 Advanced controlling
The PC microcomputer based controller is available for the users to review or set the
running parameters of the heat pump. Centralized controlling system can control several
units by PC.
2 Nice appearance
The heat pump is designed with beautiful looking. The monobloc one has the water
pump included which is very easy for installation.
3 Flexible installation
The unit has smart structure with compact body, just simple outdoor installation is needed.
4 Quietrunning
High quality and efficient compressor, fan and water pump is used to ensure the low
noise level with insulation.
5 Good heat exchange rate
The heat pump unit use special designed heat exchanger to enhance whole efficiency.
6 Large working range
This series of heat pump is designed to work under different working conditions as low
as -15 degrees for heating.




Safety Precaution

To preventthe users and others from the harm of this unit, and avoid
damage onthe unitor other property, and use the heat pump properly,
please read this manual carefully and understand the following
information correctly.

| Mark Notes
Mark Meaning
& A wrongoperation may leadto death orheavy injury on
WARNING | Ppeople.
& A wrongoperation may leadto harm onpeople or loss of
material.
ATTENTION
| lcon notes )
lcon Meaning
® Prohibition. What is prohibited will be nearby this icon
0 Compulsory implement. The listed actionneed to betaken.
ATTENTION (include WARNING)
Please pay attentionto what is indicated.




Saf

ety Precaution

Warning )

( A
Installation Meaning
0 The heat pumpmust be installed by qualified personals,
Professi l " to avoid improperinstallation which canlead to water
. ro es§|ona installer leakage, electrical shockor fire.
is required.
o Please make surethat the unitand power connection
- . have good earthing, otherwise may causeelectrical shock.
Earthing is required
\ J
( A
Operation Meaning
® DO NOT put fingers orothers into thefans and evaporator
of the unit, otherwise harm maybe occurred.
PROHIBITION Y
0 When there issomething wrong orstrange smell, the power
supply need tobe shut off to stopthe unit. Continueto run
Shut off the power |may cause electricalshort or fire.
\ J

Move andrepair

Meaning

When the heat pump needto be moved orinstalled again,
please entrust dealer or qualified person to carry it out.
Improper installation will leadto waterleakage, electrical

Entrust shock, injury orfire.
0 It is prohibited to repair the unitby the user himself,
otherwise electrical shock orfire may be occur.
Entrust
When the heat pump need to be repaired, please entrust
® dealer or qualified person to carry it out. Improper movement
_ or repairon the unit will lead towater leakage, electrical
Prohibit P g

shock, injury orfire.

)

Do not use means to acceleratethe defrosting processor to
clean,Other than thoserecimmended by the manufacturer.

The appliance shallbe stored ina room andinstall In the
environment without continuouslyoperating or potential
ignition sources (forexample:open flames, anoperating

gas appliance oran operating electricheater or Electric
Spark or hotobject )
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Safety Precaution

| ATTENTION/

Installation Meaning

0 The unit CANNOT be installed nearthe flammable gas.

Once there isany leakage ofthe gas, firecan be occur.
Installation Place

o Make sure thatthe basement ofthe heat pumpis strong
enough, to avoidany decline orfall down ofthe unit
Fix the unit
a Make sure thatthere is circuitbreaker for the unit, lack of
Need circuit breaker canlead to electricalshock or fire.

circuit breaker

Operation Meaning
o Please check theinstallation basementina period (one
month), to avoidany decline ordamage on the basement,
Check the which may hurtpeople or damagethe unit

installation basement

Please switch off the powerfor clean ormaintenance.
Switch off

the power

It is prohibitedto use copperoriron asfuse. Theright fuse
must be fixed by electrician forthe heat pump.

%,

Prohibition

It is prohibitedto spray theflammable gas tothe heat pump
as it maycause fire.

%,

Prohibition




Specification

1. Appearance and structure of the heat pump

Air outletin horizontal —

direction

2. The data of unit
*** REFRIGERANT : R290

Water outlet tube

Remote Controller
(Manually)

Model PASRW040-BP-PS-D
Heating Capacity kW 5.40~14.95
Heating Power Input kW 1.05~3.85
Cooling Capacity kW 3.60~10.50
Cooling Power Input kW 1.12~4.47

Hot Water Capacity kW 6.50~18.50

Hot Water Power Input KW 1.27~4.65

Max Power Input KW 5.30

Max Current Input A 24.5

Power Supply 220-240V~/50Hz
Compressor Quantity 1
Compressor Model Rotary

Fan Quantity 1

Fan Power Input w 170

Fan Rotate Speed RPM 600

Water Pump Input w 60

Noise dB(A) 39~52

Water Connection inch 1

Water Flow Volume m3/h 1.7

Water Head m 5.5

Unit Net Dimensions mm See drawings of the heat pump
(L/W/H)

Unit Shipping Dimensions mm see data on the package
(L/W/H)

Net Weight kg see data on the nameplate
Shipping Weight kg see data on the package

The longest distance of installing the
remote controller is 200 meters.

Cooling working condition:(DB/WB)35°C/24°C, (Outlet/Inlet) 7°C/12°C.
Heating working condition: (DB/WB) 7°C/6°C. (Outlet/Inlet) 35°C/30°C.

Hot Water working condition:(DB/WB): 20°C/15°C,water tank temperaturecirculation form15°C

to 55°C,

BS EN 14511-1-2013 Airconditioner, wholeliquid cooling machine, electric compressor.

Part2: Test condition ;

Part3:Testmethod ; Part4:related requirements.
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Specification

3. Unitdimension

Models:PASRWO040-BP-PS-D

Power line
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Installation

Unit features

1. Plate heat exchanger
Use the SWEP efficient heat exchanger with small size and high efficiency.
2.Environmentally friendly refrigerant
Use the new generation of environmentally friendly refrigerant R290, which is harmless to
the ozone sphere.
3. Heating in frigid environment.
Optimized designed unit can achieve the heating function normally even when the ambient
temperature is -25°C.
4. Infusing refrigerant
The Heat Pump are lack of refrigerant and full of High-pressure nitrogen instead when
Ex-factory . Before operating ,remember follow Operation Manual infusing therefrigerant .
5. Installation Environment
The refrigerant R290 are flammable and explosive ,It's prohibit install in one environment
which have operating or potential ignition sources o

1 Application of heat pump
1.1 House Heating/Cooling + Domestic Hot Water

.

7

e

21

2

Hot water tank _*_(D_*— !

3 15 5 18 5

1 | Heat pump 10 | Reliefvalve 19 | PT valve Remark:Item 17, 18, 20, 21
2 | Flexible pipe 11 | Air vent valve 20 | Electrical heater can be connected with heat
3 | Thermometer 12 | Water pump for floor heating | 21 | Hotwater sensor pump.
4 | Manometer 13 | Check valve
5 | Shut-off valve 14 | Floor heating valve
6 | Ytype water filter 15 | Hot water tank
7 | Plate heat exchanger| 16 | Floor heating pipe/fan coil unit
8 | Buffer tank 17 | Hot water valve
9 | Expansion tank 18 | Hot water pump




Installation

1.2 House Heating/Cooling (includes Buffer tank)

2.2
2.3

3

15
=

5%3

1 | Heat pump 7 | Plate heat exchanger 13 | Check valve

2 | Flexible pipe 8 | Buffertank 14 | Floorheating valve

3 | Thermometer 9 | Expansion tank 15 | Floor heating pipe/fan coil unit
4 | Manometer 10 | Relief valve

5 | Shut-off valve 11 | Air vent valve

6 | Ytype waterfilter 12 | Water pump for floor heating

Choose aright heat pump unit

Based on the local climate condition, construction features and insulation level,
calculate the required cooling(heating) capacity per square meter.

Conclude the total capacity which will be needed by the construction.

According to the total capacity needed, choose the right model by consulting the heat.
pump features as below:

Heat pump features

Cooling only unit: chilled water outlet temp. at 5-15°C, maximum ambienttemp. at43C.
Heating and Cooling unit: for cooling chilled water outlet temp. at 5-15C,maximum
ambienttemp. at43°C. For heating, warm water inlet temp. at 40-50°C, minimum ambient
temp. at-25C.

Unit application

Inverter air source water heat pump is used for house, office, hotel, and so forth, which
need heating or cooling separately, with each area need to be controlled.

Installation method

The heat pump can be installed onto the concrete basement by expansion screws, or
onto a steel frame with rubber feet which can be placed on the ground or housetop.
Make sure that the unit is placed horizontally.




Installation
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Installation place

The unit can be installed on any place outdoor which can carry heavy machine such
as terrace, housetop, ground and so on.

The location must have good ventilation.

The place is free from heat radiation and other fire flame.

Apallis needed in winter to protect the heat pump from snow.

There must be not obstacles near the airinlet and outlet of the heat pump.

Aplace which is free from strong air blowing.

There must be water channel around the heat pump to drain the condensing water .
There must be enough space around the unit for maintenance.

Aplace which is far away operating or potential ignition sources (for example:open
flames, an operating gas appliance or an operating electric heater or Electric Spark or
hot object)

Refrigerant charge

The heat pump do not infusding the refrigerant 290 and full of high-pressure nitrogen or
Keep itin a vacuum instead,please follow these steps to infusing refrigerant R290.

5.1 Preparations:

5.1.1 Please in a well-ventilated environment while charge

refrigerant.
5.1.2 Keep away from open flames or potential sources of fire.
5.1.3 Disconnect the power supply of the heat pump.
5.1.4 Carefully check the nameplate of the heat pump and
chargestrictly according to the labeled amount.

5.2. Check the pressure of nitrogen gas inside the system.The
heat pump has charged about 30 Bar pressure nitrogen gas
inside the system, please check whether there is still
high-pressure nitrogen before charging refrigerant, otherwise
check the leakage point.(Use spanner remove the seal nut 1
and 3, use 5mm inner hexagon spanner open the valve 2.If it
can Blowing out the high-pressure gas then the heat pump is

not leaking.)

5.3. Use 5mm inner hexagon spanner open the valve 2 and
release all the nitrogen gas inside the system.

5.4. Vacuumize the heat pump.Connect the vacuume pump with
the valve 2, keep vacuume pump running until the absolute
pressure below 30Pa or operating time more than one hour.

Stop valve signs: 5.5. Charge refrigerant.Keep the refrigerantin liquid state when

Low pressure charging and strictly according to the labeled amount.

5.6. Finish the charging, close the valve 2 and screw the seal nut 1
and 3.




Installation

6 Waterloop connection

Please pay attention to below matters when the water pipe is connected:

© Trytoreduce the resistance to the water from the piping.

© The piping must be clear and free from dirty and blocks. Water leakage test must be
carried out to ensure there is no water leaking. And then the insulation can be made.

© Attention that the pipe must be tested by pressure separately. DO NOT test it together
with the heat pump.

© There must be expansion tank on the top point of the water loop, and the water level in
the tank must be at least 0.5 meter higher than the top point of the water loop.

© The flow switch is installed inside of the heat pump, check to ensure that the wiring and
action of the switch is normal and controlled by the controller.

© Try to avoid air stayed inside of the water pipe, and there must be air vent on the top
point of the water loop.

© There must be thermometer and pressure meter at the water inlet and outlet, for easy
inspection during running.

7 Power supply connection

© Open the front panel, and open the power supply access.

© The power supply must go through the wire access and be connected to the power
supply terminals in the controlling box. Then connect the 3-signal wire plugs of the
wire controller and main controller.

© Ifthe outside water pump is needed, please insert the power supply wire into the wire
access also and connect to the water pump terminals.

© If an additional auxiliary heater is need to be controlled by the heat pump controller,
the relay (or power) of the aux-heater must be connected to the relevant output of
the controller.

8 Location of the unit
Maintenance

] 7 /] Space )
JA | B % %
2 ST |2 2 2
82 . S8 3.C. g
N IAE
vz /] rz. A

The picture shows the location of horizontal air outlet unit.

f ™
/!\ | Attention|
Requirements
A>200mm; B>1500mm ;
C>1000mm ; D>500mm

\— J

The minimum ventilation distance in diagram 1.
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Installation

9 Transit /\

When the unit need to be hung up during installation, a 8
meters cable is needed, and there must be soft material
between the cable and the unit to prevent damage to
the heat pump cabinet. (See picture 1)

Picture 1

( & WARNING “ ]
)

hDO NOT touch the heat exchanger of the heat pump with fingers or other objects!

10 Trial Running
Inspection before trial running

€ Check the indoor unit, and make sure that the pipe connection is right and the relevant
valves are open.

© Check the water loop, to ensure that the water inside of the expansion tank is enough, the
water supply is good, the water loop is full of water and without any air. Also make sure
there is good insulation for the water pipe.

€ Check the electrical wiring. Make sure that the power voltage is normal, the screws are
fastened, the wiring is made in line with the diagram, and the earthing is connected.

© Check the heat pump unitincluding all of the screws and parts of the heat pump to see if
they are in good order. When power on, review the indicator on the controller to see if
there is any failure indication. The gas gauge can be connected to the check valve to
see the high pressure(or low pressure) of the system during trial running.

Trial running

€ Startthe heat pump by press "[@] " key on the controller. Check whether the water pump is
running, if it runs normally there will be 0.2 MPa on the water pressure meter.

€ When the water pump runs for 1 minutes, the compressor will start. Hear whether there is
strange sound from the compressor. If abnormal sound occurs please stop the unit and
check the compressor. If the compressor runs well please look for the pressure meter
of the refrigerant.

€ Then check whether the power input and running current is in line with the manual. If not
please stop and check.

© Adjust the valves on the water loop, to make sure that the hot(cool) water supply to each
dooris good and meet the requirement of heating(or cooling).

© Review whether the outlet water temperature is stable.

© The parameters of the controller are set by the factory, itis not allowed to change then
by user himself.

11



Operation and Use

1.Main interface displayand function

(1) Power oninterface

Inverter Heat Pump

M

(2) Starting upinterface

@ @ 0O 0O

06 Nov 2020 15:05 Fri {d 455°%C

w7,
e 22
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Operation and Use

Key function

Key number | Key name Key function

Click this keyto lock the screen. White represents

@® Lockscreen | ot enabled, whileblue represents enabled

QD o d off Click this keyto switch ONor OFF
nando Blue represents ON, whilewhite represents OFF
Temperature . .
@ setting Click this keyto set thetarget temperature

Hot water mode, heating mode, coolingmode,
@ Mode key hot water+heating mode or hot water+coolingmode
can be selectedby pressing thiskey.

Note:
@ is home icon. This Iconis shown bysliding the maininterface.

®) is tank watertemperature. The machineis in hotwater mode whenthis icon isshown;
otherwise this iconis not shown.

© is outlet water temperature or roomtemperature. If H25=0,the outlet water
temperature will beshown. If H25=1,theroom temperature willbe shown.

@ is Target Temperature of No.1 Unit.

® is fault icon. This Icon will flash whenthere is anerror shown up,then the display will
enter Failure recordinterface after tappingthis icon;

© is Defrosting icon. Itwill display inthe defrosting processof the unit.
) is timing mute iconwhich displays onlywhen activated.

@ is timing switch whichdisplays only whenactivated.

(12 is ambient temperature.

@ is system time.

@ is current mode.

13



Operation and Use

1.1 On and off

As the maininterface shows

(1)In shutting down interface (on/off key is in white satus),
press on/off key can start up the machine.

06 Nov 2020 15:05 Fri 4 455°C C'ﬁ 'j‘:f) G

(2)In starting up interface (on/off key is in bue status),
press on/off key can shut down the machine.

1.2Mode switch

HotWater + Heating

o
Confirm

14



Operation and Use

There are fivemodes can beselected after slidingthe mode icon.

(1) selecting hotwater mode icon, then the displaywill change tothis mode interface;
(2) selecting heatingmode icon, thenthe display willenter this modeinterface;

(3) selecting coolingmode icon,then thedisplay will switchto this modeinterface;

(

4) selecting hotwater+heating mode icon, then the display will go into
hot water+heating modeinterface;

(5) selecting hotwater+cooling mode icon,thenthe display willcome to
hot water+cooling modeinterface;

Note: a) Ifthe machine modelyou purchased hasno cooling function,the key ofcooling
mode will notbe displayed.
b) If themachine model youpurchased has nohot water function, the key of hot
water mode functionwill not bedisplayed.

1.3 Setting of targettemperature

Takehot water +heating mode forexample:

(1)Tapping (D, the wire controller back tomain interface;
(2)Sliding @), the targettemperature can be adjusted in the clockwise or counterclock-
-wise direction;

(3)Tapping ®), the targettemperature can be saved.

15



Operation and Use

1.4 Unlock screen

Click the lockscreen key againwhile the screenhas been locked, pop-up keyboard
is shown asfollowing:

Enter Password

Note: Input the password of 220r 022, click theenter key and the screenwill be
unlocked.

2. Settinginterface display andfunction

Swipe from rightto left onthe main interfaceto enter thefunction setting interface, and
swipe from leftto right onthe function settinginterface to returnto the maininterface.
The function settinginterface is shownin the figurebelow.

@ ) €)

Parameter

§49
M-

Brightness Electric Heating

@ ® ©)

16



Operation and Use

2.1 Buttons description

Key number Key name Key function

@® Time setting Click this keyto set thetime function.
Click the keyand enter the password

® Factory to enter thefactory parameter settings

< parameter )
and status parametersinterface.

® Curve key Click this keyto view thetemperature
curve.

@ Adjust brightnesg Click this buttonto adjust screenbrightness

® Fault Click to viewfault history

When activate electricheating function, the
color of theicon will turnblue, otherwise itwill
turn white.

One key electric
heating

2.2 Timesetting

In the setupinterface:

(1)Tapping the button@, then the interface display is shown as follows:

) @ ®

€ &

emTime MuteTimer PowerTimer

17



Operation and Use

2.2.1 Systemtime setting

In the time setting interface, click @ interface displays asfollows:

Time Setting

Confirm

When entering the page of systemtime setting, thesystem time willbe initialized tothe
time at themoment when the system time settingbutton is pressed,andyou can adjust
the time bysliding up anddown.

Note: When thetemperature unitis?, the timeformat is displayedas:

month-day-year hour: minute:second.

18



Operation and Use

2.2.2 Mute Timer setting

In the time setting interface, click @ interface displays asfollows:

Mute Timer

NO. Name

Key color

Button function

Whether enable the mute

Enable: Blue ON
Disable: Gray OFF

Click this keyto enable ordisab-
-le the mutetimer on function

timer on function
®

timer off function

Whether enable the mute

Enable: Blue ON
Disable: Gray OFF

Click this keyto enable ordisab-
-le the mutetimer offfunction

The mute timeron
setting point

select from 0:00-23:59

@ The mute timer off
setting point

select from 0:00-23:59

The status of mute timer on

Enable: Blue ON
Disable: Gray OFF

The status of mute timer onis
shown

The status of mute timer off

Enable: Blue ON

Disable: Gray OFF

The status of mute timer onis
shown

19




Operation and Use

2.2.3 Power Timer setting

In the time setting interface, click @ interface displays asfollows:

@ @

®

o

ESUN COMON ETUE COWED OTHU EFRI EESAT

Timer2 ON-OFF 16:18-19:36

Repeat

[JSUNE MON COTUE COWED ETHU CIFRI [ISAT

Name

Button function

Timing switch function on

Clicking the button,when the fontcolor is blue,
the timing switchis on

Week setting

Set the day of the weekto activate the
timing switch

Time period setting

Set the timeto turn onand the timeto turn off

® OO

Turn page

A totalof 6 timing switch time periodscan be set],
which can beselected by turningthe page

20



Operation and Use

2.3 Temperature Curve
In the setupinterface:
Tappingoperating mode button®, then theinterface display isshown as follows:

Tank Outlet

Note:

1) This curve function recordsthe water inlettemperature. water outlet temperature.
tank water temperatureand ambient temperature;

2) Temperature data iscollected and savedevery five minutes. Timekeeping ismade
from the latestdata saving, ifthe power isdisrupted when thetime is lessthan five
minutes, the dataduring such periodwill not besaved;

3) Only curvefor power-on statusis recorded, andthat for power-off will notbe saved;
4) Thevalue of theabscissa indicates thetime from the point on the curve to thecurrent
time point.The rightmostpoint on thefirst page isthe latest temperaturerecord;

5) Temperature curve recordis provided withpower-down memory function.

21



Operation and Use

2.4 Color Display Calibration
In the settinginterface:

Tappingoperating mode button®), then theinterface display isshown as follows:

Brightness

Note:

1) The middle displaybar can bedragged or clickedto adjust the brightness of thescreen,

with power-down memory.

2) Press theback key toreturn to the previous level andsave the brightnesssetting value.
3) The screen hasthe function ofautomatic on andoff, ifthere is nooperation for 30s,

the screen willenter the half-time screen state.

4) If thereis no operationfor another 5minutes (a consercutive 5 minutes), thescreen

will enter the screen state.

22



Operation and Use

2.5 Electric Heating
In the setupinterface:

Tappingoperating mode button®), then theinterface display isshown as follows:

O W

Brightness Fault Electric Heating

Note:

If you enterone-key electric heating, the icon isblue, otherwise itis gray.

3.Status interface display
Swipe from leftto right onthe main interfaceto enter the status interface, and swipe from

right to lefton the statusinterface to returnto the maininterface.
The status interfaceis shown inthe figure below.

Unit State Power OFF

Present Mode Heating

Coil Temp 0.0°C

ExhaustTemp 15.08°C

Water Flow -—-mh

Low Pressure 1.6bar

23



Operation and Use

4 Faultinterface display andfunction
Click the faulticon on themain interface andthe interface displayis as follows:
® @ ®

Fault Record

E08 Communication Fault 2021-06-11 14:00:48

(D:Fault code

@:Fault name

(3):0ccurrence time ofthe fault: Dayand month hour:minute:second
Note:If the currenttemperature is I', occurrence time ofthe fault:

Month and dayhour: minute: second

@):Click this keyto clear allfault records

24



Operation and Use

5.Parameter listand breakdown table

5.1 Electronic control fault table

Can be judgedaccording to theremote controller failure code and troubleshooting.

Protect/fault gias%lltay Reason Elimination methods
Inlet Temp Sensor Fault PO1 Iir;suti?mp- sensor isbroken or short Check or change the temp. sensor
Outlet Temp Sensor Fault P02 Iir:suti?mp' sensor isbroken or short Check or change the temp. sensor
Water Tank Temp Sensor P03 -&I:—ir:suti?mp‘ sensor isbroken or short Check or change the temp. sensor
AT SensorFault P04 'Cl'if:sutﬁmp- sensoris broken or short Check or change the temp. sensor
Suction Temp Sensor P17 Iir:guti?mp. sensoris broken or short Check or change the temp. sensor
wilr?ézirgﬁigneir;sgor Faultof P013 Iit:suti?mp. sensor isbroken or short Check or change the temp. sensor
:-Tclﬁtv}z?y; Sensor Faultof P018 Iitsuti?mp sensor isbroken or short Check or change the temp. sensor
git:flgct);ll'zmgniznsor Faultof P023 l’ir:suti?mp. sensor isbroken or short Check or change the temp. sensor
Sgttl\elz\;aTg:ﬁp Sensor Faultof P028 ‘(I:'ir:?utiet;mp. sensor isbroken or short Check or change the temp. sensor
Room Temp Sensor Fault P42 Iir:suti?mp- sensor isbroken or short Check or change the temp. sensor
Inlet Sensor(EVI) Fault P101 Iir:suti?mp' sensor isbroken or short| oo 01 or change the temp. sensor
Outlet Sensor(EVI) Fault P102 ;I'ir;ceuti?mp. sensor isbroken or short Check or change the temp. sensor
giesr:!rsigly’t:oaru'll'tube Temp P152 ;I'ir:suti?mp. sensor isbroken or short Check or change the temp. sensor
Coil Temp Sensor Fault P153 Ii?iuti?mp' sensor isbroken or short Check or change the temp. sensor
Exhaust temp Sensor P181 I{:Ceuti?mp' sensor isbroken or short Check or change the temp. sensor
Exhaust Overtemp P182 |The compressor isoverload Sjmi?ﬁ;v:oertgzr"t;m system of the compressor
Antifreeze Sensor Fault P191 Iir:suti?mp' sensor isbroken or short Check or change the temp. sensor
\C/)VL;ttlsrt &eiTepr Sensor Faultof P02a Iir:suti?mp. sensor isbroken or short Check or change the temp. sensor
Pressure Sensor Fault PP11 Iasrfg?fczuitre sensoris broken or grrgascsla?er change the pressure sensor or
High Pressure SensorFault | PP12 l:srfg?rscsul:tre sensoris broken or grr;esgltl?er change the pressure sensor or
Low ATProtection TP The ambient temp.is low Check the ambient temp value
Excess Water Temp Diff Prot.| E06 \é\{g:gﬂg;vl i;rréc;tsﬁr:gugh andlow g;sigtntrsejsm;ggtoerr;gw andwhether water
Communication Fault | E08 | Cammueation e beteen | e e and mmmpmar " "o
HP Protection E11 The high-pressure switchis broken | Check the pressure switch and cold circuit
LP Protection E12  |The low-pressure switchis broken | Check the pressureswitch and coldcircuit
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Protect/fault gias%lltay Reason Elimination methods

Prim Anti-freezing Prot E19 | The ambient temp.is low Check the ambient temp value

Secondary Anti-freezing Prot| E29 | The ambient temp.is low Check the ambient temp value

Flow Switch Protection E032 SN;S}/;ant]er/little waterin water Check the pipe waterflow and water pump
Outlet Water Overtemp. E065 ls\lfsrée:éerllittle waterin water Check the pipe waterflow and water pump
Sruottlfet Water Temp LowTemp E071 ls\lfsréerl;erllittle waterin water Check the pipe waterflow and water pump
Communication ) | 081 | phesscontro moduleand man | Gheck tne commurication conection
Communication Fault E082 Speed control moduleand main Check the communication connection

(speed control module2)

board communication fail

Display and Mainboard Match

The wire controllersoftware is not

Check the wire control softwarenumber and

Error E084 match the mainboard software the mainboard software number
Communication Fault with Hydraulic Module and mainboard - .
Hydraulic Module EO8c communication fail Check the communication connection
Fan Motor1 Overload Prot E103 | The fan motoris overload Check whether the fan motor runs normally
Fan Motor2 Overload Prot E203 | The fan motoris overload Check whether the fan motor runs normally
1.Check the water temp. or change the temp.
: ; f sensor
Antifreeze E171 | Use side watersystem temp. islow 2.Check the pipe water flow and whether
water system is jammed or not
;.Tl\/rllotor_ is inlocke;i_-rotbortstate 1.Change a new fan motor
Fan Motor 1 Fault FO031 D.C fe W|retconneé: Ilon edv%/een 2.Check the wire connection and make sure
-fan motor moduleand tan they arein good contact
motor is in badcontact
;.Tl\ﬂotor_is inlockeg-ro:)ortstate 1.Change a new fan motor
Fan Motor 2 Fault F032 | £ [Nne wire connection between 2.Check the wire connection and make sure

DC-fan motor moduleand fan
motor is in badcontact

they arein good contact
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Protect/fault ggl")lfay Reason Elimination methods
::IZI\L/]I“Overcurrent Shutdown FOO |IPM Input currentis large Check and adjustthe current measurement
Compressor Activation Fo1 Lack of phase, step or drive hardware | Check the measuring voltagecheck
Failure damage frequency conversion board hardware
Pre-Charge Failure F03 |The PFC circuitprotection Check the PFCswitch tube shortcircuit or no
DC Bus Overload F05 (E;Sebrrozz?\l/z?:;eD;g::ction value Check the inputvoltage measurement
DC Bus Underload F06 8:digzgz[tfgf:gicsrijection value Check the inputvoltage measurement
AC Input Underload FO7 .irnhpeuitncpuurtrgr?tl}ggljsvivs low, causing the Check the inputvoltage measurement
AC Input Overload F08 IStZ;lp::(:tzlétaigﬁ iz:gz:ti%hMrgore than Check the inputvoltage measurement
Input voltage SampleFault | FO09 |The inputvoltage sampling fault Check and adjust the current measurement
Comm. Err DSP-PFC F12 |DSP and PFC connect fault Check the communication connection

DSP and Inverterboard communication|

Protection

Communication Fault (DSP)| F11 failure Check the communicationconnection

Comm. Err DSP-MainBoard | F151 fIDaﬁEr:nd Mainboard communication Check the communicationconnection

IPM Overheat Stop F13 |The IPM module is overheat Check and adjustthe current measurement

Compressor Overcurrent . Check whether the system of the compressor

Shutdown Fault E051|The compressor isoverload running normally

Input voltage Lacking Phase| F15 |Theinputvoltage lost phase Check and measurethe voltage adjustment

IPM Current Sample Fault F18 |IPM sampling electricity is fault Check and adjustthe current measurement

gzzis;rol:ault ofModule/ F17 |The transducer is overheat Check and adjustthe current measurement

IGBT Power Device F20 |The IGBTis overheat Check and adjustthe current measurement

Overheat Alarm

Weak Magnetic Warn F16 g:ggfssor magnetic force is not Check and adjustthe current measurement

AC Input OverCurrentAlarm| F22 |Inputcurrentis too large Check and adjustthe current measurement
. Check whether thechip is damaged

EEPROM Error Warning F23 |MCU error Replace the chip

Destroyed EEPROM F24 |MCU error Check whether the chip is damaged

Activation Ban Alarm Replace the chip

The input CurrentSampling f Check the V15Vinput voltage inrange

Is Faulty F25 |The V15V isoverload or undervoltage 13.5V~16.5V or not

IGBT Power Device " .

Overheat Fault F26 |The IGBTis overheat Check and adjustthe current measurement

Comp. Current Frequency The compressor current frequency .

Reduction Alarm F33 reduction Check and adjustthe current measurement

Input Voltage Overlimiting Fqg |Inputvoltage>Input Overload- Check whether theinput voltage ishigher

Protection -voltage protection value than 265V

Compressor Default Phase | F14 |The compressor lost phase Check whether compressor cablesare

connected properly andreliably
EEPROM Fault F29 |Failed to readthe memory chip Check the frequency conversion board
Compress Overspeed F21 |The compressor isrunning abnormally Check whether the compressorcable is nor-

-mal and whetherthe compressor isblocked
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Protect/fault (Ii:iaslfjlltay Reason Elimination methods
Fan Temperature Sensor F120 The temp. sensor isbroken or short| ~ .\ change the temp. sensor
Fault circuit
Fan IPM Overheat F106 The fa_n IPMQrive plate haspoor Check heat dissipationconditions
Protection heat dissipation
Fan IPM Overcurrent The fan IPMhardware running f
Protection F105 current is toolarge Check whether thefan is blocked
Fan Default Phase F101 | The fan lost ph Check whether fancables are connected
Protection & fanlost phase properly and reliably
E:E“Current Sampling F112 | Fan sampling electricityis fault Check whether thefan drive plateis abnormal
Fan Start Fault F102 | The fan fails fo start Check whether thefan is blocked
Fan Software Overcurrent F113 ;I'ohoelgargesoftware running currentis | gheck whether thefan is blocked
Fan Overspeed Protection F109 | The fan speedis too high Check whether thefan drive boardis

abnormal

5.2 Parameter list

Meaning Default Remarks
Cooling target temperature set point 12°C Adjustable
Heating the target temperature set point 40°C Adjustable
Hot water target temperature set point 55°C Adjustable
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JP1A

Meaning
12V (power +)
GND(power-)

485A
485B

\
A
B
G

Sign

6.2 Controllerinterface diagram and definition

Operation and Use
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6.1 Wire control interface diagram and definition

6. Interface diagram
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Operation and Use

Main board of the input and output interface instructions below

Number Sign Meaning
01 Al/DIO1 Water input temperature
02 Al/DI02 Water output temperature
03 Al/DI03 System 1 coil ttmperature
04 Al/DI104 Ambient temperature
05 Al/DIO5 System 1 suctiontemperature
06 Al/DI06 System1 antifreeze 1 temperature
07 AI/DI07 Distributor tube temperature
08 AI/DI08 Water tank temperature
09 Al/DI09 Rome temperature
10 Al/DI10 Temperatureof the EVlinlet of system 1
11 Al/DI11 Temperature of the EVloutlet of system 1
12 Al/DI12 The high-preesure of systemswitch 1
13 Al/DI13 The low-preesure of systemswitch 1
14 Al/DI14 Water flow switch
15 Al/DI15 Electric heater overload protection
16 Al/DI16 Emergency input
17 Al/17 (50k) DHW On/Off
18 Al/18 (50K) Exhaust temperature ofsystem 1
19 0~5V_IN1 Compressor current detectionof system 1
20 0~5V_IN2 Compressor current detection of system 2
21 0~5V_IN3 Compressor current detectionof system 3
22 0~5V_IN4 The low-pressure sensorof system 1
23 DIN_1 AC switch
24 DIN_2 AC mode switch
25 PWM_IN1 Water flow dectection
26 PWM_IN2 Reserved
27 PWM_OUT1 AC switch output
28 PWM_OUT2 AC mode switchoutput
29 0~10V OUT1 Reserved
30 0~10V OUT2 Reserved
31 +5V 5V output
32 +12V 12V output
33 CN1 System 1 electronic expansion valve
34 CN2 System 1 electronic expansion valve ofEVI
35 CN3 Reserved
36 CN4 Reserved
37 CN300 Burning mouth
Colour wire controlcommunication port/DC fanspeed regulation
%8 JPet module/Frequency conversion board/Hydraulicmodule
39 JP5_2 Centralized control communication port
40 JP5_3 DTU/WIFI
41 ROO01 System 1 compressor
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Operation and Use

42 RO02 Fan high speed

43 RO03 Fan low speed

44 RO04 Circulating water pump
45 RO05 Domestic hot water pump
46 RO06 4-way valve

47 RO07 Electrical heating level 1
48 RO08 Electrical heating level2
49 RO09 Hot water three-way valve
50 RO10 Crankshaft heating beltoutput
51 RO11 Chassis heater output

52 RO12 Alarm output

53 RO13 Reserved

54 RO14 Reserved

55 RO15 Reserved

56 JP9 12V output

57 CN7 12V input

58 P_FB2 Reserved

59 P_FB1 Reserved

60 P2_DO Reserved

61 P1_DO Reserved

6.3 Hydraulic Module interface diagram and definition
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Main board of the input and output interface instructions below

Number Sign Meaning
01 0~10V OUT1 No use
02 0~10V OUT2 No use
03 PWM_OUT1 No use
04 PWM_OUT2 No use
05 PWM_IN1 No use
06 PWM_IN2 No use
07 DIN_2 No use
08 DIN_1 No use
09 0~5V_IN4 No use
10 0~5V_IN3 No use
11 0~5V_IN2 No use
12 0~5V_IN1 No use
13 Al/18 (50k) No use
14 Al/17 (50K) No use
15 Al/DI16 No use
16 Al/DI15 No use
17 Al/DI14 No use
18 Al/DI13 No use
19 Al/DI12 No use
20 Al/DI11 No use
21 AI/DI10 No use
22 Al/DI09 No use
23 Al/DI08 No use
24 Al/DIO7 No use
25 Al/DI06 Water tank temperature
26 AI/DI05 Outlet water temperature of hot water
27 Al/DI04 Inlet water temperature of hot water
28 Al/DI03 Outlet water temperature of water mixer
29 Al/DI102 Outlet water temperature of air-conditioning
30 Al/DI01 Inlet water temperature of air-conditioning
31 +5V 5V output
32 +12V 12V output
33 CN1 No use
34 CN2 No use
35 CN3 No use
36 Cn4 No use
37 JP5_1 No use
38 JP5_2 Communication with heat pump
39 JP5_3 No use
40 RO15 No use
41 RO14 No use
42 RO13 No use
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43 RO12 No use
44 RO11 No use
45 RO10 No use
46 RO09 No use
47 RO08 No use
48 RO07 No use
50 RO06 3-way valve
51 RO05 Electric heating of water tank(Hydraulic module)
52 RO04 Electric heating of waterway(Hydraulic module)
53 RO03 Hot water pump
54 RO02 Air-conditioning pump
55 ROO01 Main circulation pump
Note:

JP5_1represents +12V, 485_A1, 485_B1,GND on the JP5 terminal;
JP5_2 represents +12V, 485_A2, 485_B2,GND on the JP5 terminal;
JP5_3 represents +12V, 485_A3, 485_B3,GND on the JP5 terminal.
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Appendix

9.

Appendix 1. Caution & Warning

. Theunit can onlybe repaired by qualified installer centre personnel or anauthorised

dealer. (for Europe market)

. Thisappliance is notintended for use by persons (includingchildren) with reduced physical

sensory or mentalcapabilities, or lackof experience andknowledge, unless theyhave been
given supervision orinstruction concerning useof the applianceby a personresponsible for
their safety. (for Europe market)

Children should besupervised to ensurethat they donot play withthe appliance.

. Please make sure that theunit and powerconnection have goodearthing, otherwise may

cause electrical shock.

. If thesupply cord isdamaged, it mustbe replaced bythe manufacturer orour service agent

or similarly qualified person in orderto avoid ahazard.

. Directive 2002/96/EC (WEEE):

The symbol depicting a crossed-outwaste bin thatis underneath theappliance indicates
that this product, at the endof its usefullife, must behandled separately fromdomestic
waste, must betaken to arecycling centre forelectric and electronicdevices or handed
back to thedealer when purchasingan equivalent appliance.

. Directive 2002/95/EC (RoHs): This product is compliantwith directive 2002/95/EC (RoHs)

concerning restrictions forthe use ofharmful substances inelectric and electronicdevices.

. Theunit CANNOT be installed nearthe flammable gas.Once there isany leakage ofthe gas

, fire canbe occur.

. Make surethat there iscircuit breaker forthe unit, lack of circuit breaker can lead to

electrical shock orfire.
The heat pump locatedinside the unitis equipped withan over-load protectionsystem. It
does not allowfor the unitto start forat least 3minutes from aprevious stoppage.

10. The unit can onlybe repaired bythe qualified personnelof an installercenter or an

authorized dealer. (for North America market)

11.Installation must beperformed in accordance with the NEC/CECby authorized persononly.

(for North America market)

12. USE SUPPLY WIRES SUITABLEFOR 75C.
13. Caution: Singlewall heat exchanger, not suitablefor potable waterconnection.
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Appendix 2. Cable specification

1. Single phase unit

Nameplate . .
maximum |Phaseline |Earthline | MCB |Creepage protector Signal line
o more
than 10A | 2X1.5mm2| 1.5mm2| 20A |30mAless than 0.1sec
10~16A 2X2.5mm?| 2.5mm2| 32A |30mA lessthan 0.1 sec
16~25A 2X4mm? 4mm2 | 40A [30mAlessthan0.1sec
25~32A 2X6mm? 6mm? | 40A  |30mAlessthan0.1sec
32~40A 2Xx10mm? | 10mm?2 | 63A  |30mAless than 0.1 sec
40~63A | 2X16mm?| 16mm? | 80A  [30mAless than 0.1 sec nX0.5mm?2
63~75A | 2X25mm? | 25mm? | 100A |30mA less than 0.1 sec
75~101A | 2X25mm? | 25mm? | 125A |30mA less than 0.1 sec
101~123A | 2X35mm? | 35mm? | 160A |30mAless than 0.1 sec
123~148A | 2X50mm? | 50mm?2 | 225A |30mAless than 0.1 sec
148~186A | 2X70mm? | 70mm?2 | 250A |30mAless than 0.1 sec
186~224A | 2X95mm? | 95mm?2 | 280A |30mAless than 0.1 sec
2. Three phase unit
Nameplate . .
maximum | Phase line | Earthline | MCB Creepage protector | Signal line
No more
than 10A | 3X1.5mm? 1.5mm2 | 20A |30mAlessthan0.1sec
10~16A 3X2.5mm? 2.5mm?2 | 32A |30mAlessthan0.1sec
16~25A 3X4mm?2 | 4mm?2 40A |30mAlessthan0.1sec
25~32A 3xX6mm? | 6mm?2 40A |30mAlessthan 0.1 sec
32~40A | 3X10mm?| 10mm? | 63A |30mAless than0.1sec
40~63A 3xX16mm? | 16mm2 | 80A [30mAlessthan0.1sec |nx0.5mm?2
63~75A | 3%25mm? | 25mm? | 100A |30mAlessthan 0.1sec
75~101A | 3X25mm?| 25mm? | 125A |30mAlessthan 0.1sec
101~123A | 3X35mm? | 35mm2 | 160A |30mAlessthan0.1sec
123~148A | 3X50mm? | 50mm? | 225A |30mA less than 0.1 sec
148~186A | 3X70mm? | 70mm? | 250A |30mAless than 0.1 sec
186~224A | 3X95mm? | 95mm? | 280A |30mA less than 0.1 sec

When the unitwill be installed at outdoor, please use the cable which canagainst UV.
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